Manifold Supply and Return Ball Valves
Instruction Sheet

The Manifold Supply and Return Ball Valves (part number A2631250) feature an integrated temperature gauge and filter (strainer) inside the ball. This allows easy cleaning of the filter without having to drain the system. Gain access to the filter by simply closing the valve and opening the filter-inspection cap as shown in the following instructions.

**Step 1:** Close the valve.

**Step 2:** Remove the filter-inspection cap.

**Step 3:** Remove the circlip which retains the filter.

**Step 4:** Remove the filter.
Step 5: Remove any dirt and debris from the filter.

Step 6: Replace the filter, circlip and filter-inspection cap.

Step 7: Tighten the cap.

Step 8: Open the valve.